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NOTE

THIS DRAWING IS INDICATIVE AND TENDER PURPOSE ONLY.
SUCCESFUL TENDERER SHALL BE RESPONSIBLE FOR

PREPARING THE DRAWING AS PER THE RULES OF LOCAL ELECTRICITY
AUTHORITY, OBTAINING APPROVAL ON THE SAME AND EXECUTE

THE WORK AS PER APPROVED DRAWING.

THE HEIGHT OF THE TWO/FOUR POLE STRUCTURES SHALL HAVE
TO BE DESIGNED BASED ON THE REQUIRED CLEARANCE ABOVE
GROUND OF 11KV CONDUCTOR AS PER INDIAN ELECTRICITY
RULES/IS.

ALL STRUCTURAL STEEL MEMBERS SHALL BE PAINTED

WITH TWO COATS OF RED OXIDE PRIMER AND TWO COATS

OF ALUMINIUM FINISHING PAINT.

CT/PT CUBICLE & METERING UNIT TO BE SUPPLIED BY SEB.
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